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SUMMAR Y

This study reviewed various combat vehicle crew compartment thermal con-

ditioning concepts. A preliminary selection of candidate systems, based on

performance, power, size, weight, logistics, cost and development status, eli-

jmated all concepts from further consideration except for air cycle and vapor
cycle. Both the air and vapor cycle systems underwent a preliminary design

evaluation and a detailed trade-off. Conclusions drawn from the preliminary

design and trade-off of these two concepts are:

1. On a comparative point basis, the air and vapor cycles are

equivalent.

2. The vapor cycle has distinct advantages in power and cost;

3. The air cycle has distinct advantages in performance and weight

for outdoor conditions other than the main design condition of

120OF dry bulb temperature and 3% relative humidity:

4. The air cycle has a slight advantage in size and logistics.

5. The trade-off categories of reliability and noise, safety,

simplicity, maintainability and other are comparable for

the two concepts.

Either an air or vapor cycle can provide combat vehicle crew compartment

conditioning. The implementation of either concept must therefore be based

on a more detailed evaluation of the relative importance of the various trade-

off categories, as determined by the Army. For example, if power is the item

of primary importance, then the selection of the vapor cycle would be indicated.

However, if a vehicle has power available, performance at climates other

than hot-dry and conditioning system size and weight may be of primary im-

portance and the installation of an air cycle system would be recommended.
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SECTION 1.0
INTRODUCTION

Since World War II, the United States, particularly the Department of

Defense, has recognized the threats posed to personnel and equipment by the

use of Nuclear, Biological or Chemical (NBC) agents in a future wartime situa-

tion. Attempts have been made to limit the development and/or stockpiling of

weapons designed to deploy those agents by such agreements as the Biological

Weapons Convention which came into force in 1975 and the Salt I agreement which

was signed in 1976. These arms control measures have only been partially effec-

tive in achieving disarmament, and they contain major flaws which allow countries

to continue research and development of new agents. U.S. military planners,

noting the increasing emphasis among Warsaw Pact countries on NBC warfare,

have launched intensive programs to improve the ability of U.S. military

personnel to cope with these growing threats.

Historically, bacteriological war has never been employed, but chemical

warfare was already well developed by World War I. With the close of World

War II, the use of atomic weapons became another viable threat. Since that

time, Warsaw Pact forces have continued to develop NBC warfare techniques, and

there is evidence that their training includes the actual use of chemical

agents. It is also obvious from intelligence reports and Eastern Bloc writings

that they do not consider it beyond the realm of possibility to use Chemical

or Biological (CB) warfare in conjunction with either nuclear or conventional

warfare. The result of a war waged with these weapons against a military

force that is not adequately protected is easy to predict. Thus, requirements

have been established to update existing combat vehicles for CB warfare and to

incorporate CB protection into new combat vehicles.

- 4 I-
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For years, thermal conditioning of combat vehicles has been avoided by

opening hatches and doors, loosening and opening clothing, and by installing

ventilation fans to pump large amounts of ambient air through the vehicle. In

a CB environment, the crewmen are likely to be encumbered with CB protective

clothing, which possesses thermal insulation properties. In addition, ambient

air cooling without collective protection is unacceptable because of the need

to keep CB agents out of the vehicle interior. The reduced vehicle interior

ventilation rates necessary when operating in a CB environment result in in-

creased crew member thermal stress. Therefore, CB protection requirements

have resulted in a need for thermal conditioning systems for the combat vehicles.

Various system concepts have been considered to provide collective pro-

tection within vehicles. These system concepts are:

1. positive pressure, which prevents CB infiltration by over-

pressurizing the closed compartment with filtered, purified air.

2. ventilated facepiece, which delivers purified, filtered air

to hoses that pressurize the masks worn by the combat vehicle

crewmen who are also wearing individual protective ensembles

3. hybrid, which combines the positive pressure and the ventilated

facepiece methods and provides the selection of various operating

modes (open or closed hatch, masked or unmasked crewmen, etc.)

4. total, wh.ich combines the hybrid system with environmental control

of the crew compartment (Reference 1).

For each of these four systems, crew compartment and electronics cooling

can be accomplished in several ways:

1-2
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1.0 (Continued)

1. Crew compartment and electronics are sufficiently cooled in

the buttoned-up vehicle environment without ventilation.

2. Crew compartment and electronics are cooled with ambiEnt venti-

lation air.

3. The entire crew compartment environment is conditioned with

closed loop cooling.

On-going U.S. Amy studies have concluded that a high crew compartment

heat level exists in non-conditioned combat vehicles, especially when buttoned

up in an NBC environment. This study, therefore, considered the situation

where the entire crew compartment environment is conditioned with closed loop

cooling; i.e., the macroclimate system. To avoid contamination of the crew

compartment, this study only considered those systems that have hybrid collec-

tive protection equipment to prevent CB agent infiltration into the combat

vehicle.

Another cooling concept, called the microclimate system, is also currently

being studied by the Amy to provide cooling to the individual crewmembers.

In this concept, a fluid (either liquid or air) is circulated through tubes in

a cooling gament worn by the crewman underneath his other clothing. Only the

crewmen are cooled by this approach, while the crew compartment remains uncooled.

This concept has not been considered in this study.

1
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SECTION 2.0
VEHICLE REQUIREMENTS

INTRODUCTION

This study is divided into two major parts: vehicle requirements and

system selection. The first part, vehicle requirements, involved the acquisi-

tion, classification, and tabulation of data regarding:

1. vehicle cooling requirements

2. existing cooling equipment

3. filter/overpressure constraints

4. power availability.

Each of these vehicle requirement classifications will be discussed in

detail in this section. The second part of the study, system selection, in-

volves trade-off studies and preliminary design of selected concepts.

2.1 VEHICLE COOLING REQUIREMENTS

A comparison of candidate cooling systems requires a baseline cooling load

to size the equipment preparatory to trade-off studies. As Army operations

are conducted world-wide, it is important that cooling and heating capacities

be reviewed in various climates to ensure that the proper system design points

are selected. The various climates considered during this study are summarized

in Table 2-I (Reference 2).

Although earlier vehicle study results were reviewed to determine the

; ° ,  1 variations of vehicle thermal loads in the various climatic categories, Army

regulations concerning climate conditions were recently modified to those

jpresented in Table 2-I. As a point of comparison, earlier studies were per-

formed to the climatic conditions presented in Table 2-11 (Reference 3).

Thermal load characteristics are presented in Table 2-111 for both the unin-

sulated and insulated M577/A1 Command Post Carrier (Reference 4). Tables 2-IV

2-1



U-n
TABLE 2-I

CLIMATES

Dry Bulb Relative Absolute Wet-Bulb
Temperature Humidity Humidity Temperature

Category (OF) (%) (GR/#DA) (OF)

Hot-Dry 120 3 15 67

Hot-Humid 105 59 201 91

Basic Constant High 75 100 131 75
Humidity

Basic Variable High 95 74 186 87
Humidity

Basic Hot 110 15 57 72

Basic Cold -25 100 - -25

Cold -50 100 -50

Severe Cold -60 100 -60

Reference: "Research, Development, Test and Evaluation of
Materiel for Extreme Climatic Conditions"; Army
Regulation AR 70-38; 1 August 1979.

2-2
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2.1 (Continued)

and 2-V present the thermal loads for the U.S. Roland and the Landing Vehicle

Tracked Experimental (LVTX), respectively (Reference 5, 6). The thermal loads

for three sizes of LVTX are also presented in Table 2-V. In addition to these

tabulated thermal loads, a study of the M-60 estimated a 60,000 Btu/hr thermal

load to maintain a 90*F crew compartment when ambient conditions were 110OF

dry bulb and 83.2°F wet bulb (Reference 7).

However, detailed thermal analysis did not exist for many of the vehicles

being considered in this study, notably the M-1, M-2 and M-3. Therefore,

a representative cooling load of 48,000 Btu/hour (4 tons) for the hot-dry

climate for an uninsulated vehicle was selected by the Contracting Officer's

Representative to compare the various concepts. This compares with 5 tons for

the M-60 and uninsulated M577/A1, 2 tons for the U.S. Roland, and 4 tons for

an MBT design discussed in Section 2.2. Other climates, notably the hot-humid

category, will also be considered because of the performance and sizing effects

of high humidity on the crew compartment conditioning equipment. Therefore, in

4 this report, when the term "off-design" is used, it refers to conditions other

than the hot-dry climate.

The final item that affects the equipment sizing is the required crew

compartment temperature. Previous Army studies had fixed 850F effective tem-

perature (ET) as the maximum allowable vehicle temperature to prevent personnel

performance degradation. Selected design conditions of 81.30F ET were typical

to provide adequate safety margin in the event of system performance degradation.

An additional consideration is that the amount and type of clothing worn

by the crew impacts the crew compartment temperature required to prevent or

minimize thermal stress. U.S. Army Natick Research and Development Laboratories

2-6
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2.1 (Continued)

(NLABS) analyzed the temperature requirements to hold thermal casualties

in the 10 to 30 percent range (for two hours) for seven types of clothing:

1. Combat Vehicle Crewman (CVC) summer suit

2. CVC suit plus armored vest

3. CVC suit plus armored vest plus ventilated facepiece

4. CVC suit plus open CB protective ensemble

5. CVC suit plus closed CB protective ensemble

6. CVC suit plus armored vest plus open CB protective ensemble

7. CVC suit plus armored vest plus closed CB protective ensemble

These categories of clothing were! electord to encompass all possible

mission scenarios being considered by '. JS. Army Training and Doctrine

Command (TRADOC) for incorporation with hybrid collective protection equipment.

Table 2-VI presents the results nf th' casualty analysis by NLABS for a crew-

man workload of 250 watts and 20 feet/min of air turbulence. This air

turbulence assumption yields a conservative temperature requirement as

crew compartment conditioning is likely to result in higher air circulation

rates (Reference 8).

Combat vehicle mission scenarios, crewmen uniforms and acceptable casualty

rates are still being studied by TRADOC. For this reason, a clear-cut selec-

tion of a crew compartment design effective temperature was not possible for

K 1this study. Agreement with the Contracting Officer's Representative estab-

3 lished a crew compartment design goal of 90°F dry bulb temperature and 20 per-

cent relative humidity for the hot dry climate. These conditions, which corres-

pond to an effective temperature of less than 77°F, were used to perform candi-

date system selections and preliminary system design. However, crew compartment

2-8
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2.1 (Continued)

relative humidities at off-design high humidity climates exceed the 20% target

value. This is caused by several factors:

0 for the vapor compression cycle, evaporator performance

limits the amount of moisture that can be removed from the

cooled air on humid days

0 for the air cycle, various amounts of fresh air are bypassed

either to satisfy equipment temperature requirements or to

operate in non-NBC environments with higher make-up flow

rates. This bypassed air at high ambient humidities raises

the crew compartment relative humidity.

Detailed performance characteristics will be presented in Section 5.0

of this report.

Judicious placement of the conditioned air distribution ducting would

make it possible to provide cool air to the crewman while allowing the return

temperature to exceed 90OF by exhausting the air over the electronics equip-

ment. This is tolerable because the electronics equipment is generally rated

to 1400F. The effects of this distribution scheme would be to provide suffi-

cient cooling of the crew with smaller equipment and less power.

However, as space within existing combat vehicles is very limited, it

was assumed that placement of the distribution ducting needed to blow air on

the men before exhausting over the electronics and returning to the condition-

ing equipment was not possible. Therefore, for purposes of comparing condition-

ing concepts and performing preliminary design, it was assumed that the crew

compartment return temperature was at the specified 90°F crew compartment

temperature.

2-10
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It should be noted that crew compartment thermal conditioning will not be

required in all climates at all times. Operation in a temperate climate in a

non-NBC environment wil I not require crew compartment conditioning. Thus,

while the power requirements of candidate systems are extremely important and

will be considered, the fuel consumption impact of crew compartment condition-

ing cannot be estimated.

2.2 EXISTING COOLING EQUIPMENT

Existing combat vehicle cooling and heating equipment was reviewed as to

design, installation, and performance. This review was used to provide insight

into existing equipment capabilities and problems associated with crew com-

partment cooling and emphasized vapor compression refrigeration units for the

Main Battle Tank, U.S. Roland, and M-60. Air cycle refrigeration units being

developed for European applications were also reviewed. Table 2-VII summarizes

the characteristics of the equipment reviewed.

TABLE 2-VII
EXISTING COOLING EQUIPMENT

Design System Required
Type of Cooling Capacity Weight Power Overall
yVehicle stem (Btu/Hr) (Pounds) (kw) COP

MOT Vapor 48,000 667 14 1.0

U.S. Roland Vapor 30,000 547 9 1.0

M-60 Vapor 60,000 500 26 0.7

SMBT - The Main Battle Tank environmental control unit is a vapor compression

system using R-12 as the refrigerant. The unit consists of dual compressor

condenser modules, a recirculating air module, a control panel, and a central

equipment enclosure which houses contactors and relays to control the recircu-

latory air fan motors (References 9, 10). The compressor condenser modules are

2
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mounted on the exterior of the vehicle via a cantilever frame from the sidewall

of the tank. Each module weighs 264 pounds. The compressor is a six cylinder

axial automotive air conditioning unit, and a special motor design was em-

ployed to minimize power consumption. The condenser is a plate and fin de-

sign, with a vane axial fan used to circulate 93 lb/min of air to each con-

denser to dissipate the heat.

The recirculating air module interfaces with the collective protection

equipment. The unit consists of dual evaporators, dual fans, and liquid and

electric heaters. Gross cooling capacity of the unit is approximately 59,000

Btu/hr under maximum design load conditions with a design requirement of

48,000 Btu/hr. The evaporators are basic automotive-type plate and fin units.

The air circulating fans are high speed vane-axial designs with a 6.25 inch

impeller diameter designed for a flow of 500 cfm and an air static rise of

6 inches water gage. The plate and fin liquid heater is designed for a

55,000 Btu/hr heating requirement with 180°F liquid. The tube and fin electric

heater supplements the liquid heater at low temperatures. The overall weight

of the recirculating air module is 120 pounds, and the normal air flow rate is

950 cfm.

The Main Battle Tank environmental control unit weighs 667 pounds, pro-

vides a net capacity of approximately 4 tons of cooling, and has a coefficient

of performance of 3.48 Btu/Hr/Watt.

U.S. Roland - The U.S. Roland is a missile fire unit mounted on an M109

chassis (Reference 5). The environmental control unit is a closed vapor cycle

system using R-22 as the refrigerant mounted externally on the left rear of the

unit. Power for the environmental control unit'is supplied by alternating current
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2.2 (Continued)

power from the auxiliary power unit (PPU) which is also mounted on the rear of

the vehicle. The mounting of the environmental control unit and auxiliary power

unit are presented schematically in Figure 2-1. A hybrid collective protection

unit has been added to the U.S. Roland and is mounted on the rear directly

underneath the environmental control unit.

The refrigerant compressor is a welded hermetically sealed unit. Power

for the unit is supplied by an induction motor with a motor input of 5900

watts. The condenser is an aluminum plate fin unit with a capacity of 55,100

Btu/hr at a condensing temperature of .500F.

Both recirculating cabin air and outside make-up air are circulated over

the evaporator. The evaporator is a tubular fin design with a capacity of

33,375 Btu/hr. This provides an exit air temperature of 580F for a cabin return

temperature of 900F. A centrifugal fan circulates the air to the cabin at a

rate of 800 cfm. Two banks of three tubular finned electric heating elements

provide a total heating capability of 15,000 Btu/hr.

The complete environmental control system weighs 547 pounds. The system

provides 30,000 Btu/hr of cooling while consuming approximately 9 kw of power.

M-60 - In the M-60 study, a vapor compression system was selected to pro-

vide 5 tons of air conditioning capacity (Reference 7). Dual evaporators of

30,000 Btu/hr capacity each are recommended with a separate compressor for each

evaporator. The selected system uses dual condensers and thermal expansion

valves. A single condenser fan and a single evaporator blower circulate the

required air.

Power to the compressors and blowers is supplied by a hydraulic power
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2.2 (Continued)

system using existing components from other vehicles. This power system con-

sists of dual hydraulic motors and a hydraulic pump. The hydraulic pump is

driven through a right angle drive and a magnetic clutch by the tank engine at

the transmission power take-off. However, a new gearbox design is needed to

transmit power from the dual hydraulic motors to the blowers and compressors.

The complete system is estimated to weigh 500 pounds and to consume 35 hp.

The major components are located in an enclosure mounted on the outside of the

turret bustle to allow installation of an air conditioning system without

requiring mission critical equipment removal. This mounting arrangement is

presented schematically in Figure 2-2. This mounting arrangement could cause

degradation of turret performance due to unbalance. However, this could only

be checked by testing. An additional configuration concept where the condenser

module is mounted on the outside of the turret bustle and the evaporator module

is mounted on the inside of the turret bustle was also presented. This concept

would have required the removal of 4 rounds of ammunition and the revision of

interior turret stowage.

European Applications - An air cycle system is curre;.ly being developed by

British Aerospace, Dynamics Group, a licensee of Hamilton Standard, for a

European combat vehicle application. This system uses a turbocompressor cool-

ing unit and a power compressor that is driven by a hydraulic motor. The

system is designed for a 50C (41*F) cooling air supply temperature and an

overall cooling capacity of approximately 2.7 tons. System sizes, weights,

and vehicle packaging were unavailable for inclusion in this report.

2.3 FILTER/OVERPRESSURE CONSTRAINTS

For the combat vehicles being studied, collective protection is required
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2.3 (Continued)

to provide the crewnen with protection against chemical and biological agents.

Therefore, it was assumed that a hybrid collective protection system integrating

positive pressure and ventilated facepiece hardware will be part of the combat

vehicle equipment.

As the hybrid collective protection equipment (HCPE) affects the air

refrigerant make-up rates and crew compartment pressure levels, it was necessary

to determine the operating characteristics of the HCPE to properly integrate

it with the crew compartment thermal conditioning equipment. For this purpose,

a coordination meeting was held with personnel from Chemical Systems Laboratory

and Honeywell, the HCPE contractor. The HCPE, presented schematically in

Figure 2-3 and pictorially in Figure 2-4, combines filters and blowers in a

pressurized plenum. Operating characteristics were defined for three conditions:

a. NBC mode with air conditioning on

b. Non-NBC mode with air conditioning on

c. Full bypass mode with air conditioning off.

As the full bypass mode requires no air conditioning, its operating

characteristics were not considered further in this study. However, ducting

- iwas provided so that this bypass air could reach the crew compartment without

flowing through the cooling equipment of the conditioning systems. The

operating characteristics of the HCPE for the first two modes with the air

conditioning systems operating are summarized in Table 2-VIII.

As the fresh make-up air passing through the HCPE can affect the overall

system cooling requirements, the heating effects of the HCPE must be considered.

There are two sources of heat gain in the air passing through the HCPE.

These are (1) heat transferred from the hot armor surrounding the inlet ducting

.1 2-17
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TABLE 2-VIII

HYBRID COLLECTIVE PROTECTION EQUIPMENT OPERATING CHARACTERISTICS

A. NBC Mode, Air Conditioning On

Pressure at HCPE interface - 7" H20

Pressure in crew compartment - 1.5" H20

Filter flow - 300 cfm (with 4-5 cfm per man available for
ventilated facepiece)

Blower power -2 KW

B. Non-NBC Mode, Air Conditioning On

Pressure at HCPE interface - 7" H20

Filter flow - 600 cfm

Blower power - 2 KW

2i
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on a hot day and (2) heat from the blower motor. It was assumed that there

would be a 5*F temperature rise with air flow of 300 cfm resulting from the

hot armor surrounding the inlet ducting. This was proportioned to a 2.59F rise

for an air flow of 600 cfm during non-NBC operation. It was also conservatively

assumed that all blower power (2 KW) was converted to heat and transferred to

the HCPE air flow in the unit plenum. This is a worst case assumption for the

effects of the blower motor on the crew compartment conditioning requirement.

2.4 POWER AVAILABILITY

Typically, existing combat vehicles have no excess power available. Only

the XM-1 presently has available power of 12 KW when the vehicle is running.

Furthermore, without an APU or other power source, these vehicles have no

available power when in an engine-off mode, such as silent watch, which can be

a high thermal stress mode if the vehicle is buttoned-up in an NBC protective

posture. Therefore, one of the critical issues in crew compartment environ-

mental conditioning is the power required to operate the air conditioning

equipment.

During the program kick-off meeting, the Contracting Officer's Representa-

tive agreed that Hamilton Standard should minimize the power consumption of any

selected environmental control concept undergoing preliminary design, but that

no competitive concept should be eliminated strictly on the basis of power.

Rather, the issues of power availability will be reviewed in detail by the

Army after the selected crew compartment conditioning concepts are designed

and traded-off.

However, applicable sources of power for crew compartment conditioning

were reviewed during this study. Earlier studies of the M577/A1 (Reference 4)
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considered several methods of powering crew compartment conditioning equipment.

These methods included:

1. compressor driven by main engine hydraulic drive; electric
condenser and evaporator fan

2. compressor belt driven from main engine through constant
speed belt drive; electric condenser and evaporator fans

3. compressor and condenser fan driven from APU engines; electric
evaporator fan

4. compressor and condenser fan driven from separate engine;
electric evaporator fan

5. AC electric driven air cycle

6. AC electric driven vapor cycle.

During this earlier study, it was determined that the hydraulic drive

lacked adequate power at engine idle and both the hydraulic drive and constant

speed belt drive required continuous engine operation to provide cooling.

The use of a non-standard APU required policy decisions from the Army and was

also considered noisy. The use of a separate engine was eliminated because of

suspected increased maintenance and size and weight penalties in addition to

the standard APU. The electrically driven systems were both considered to be

good, having long MTBF and reduced maintenance.

For this combat vehicle study, electrically driven components are favored

for the vapor cycle application. When DC motors with brushes are used on

vehicles, open or automotive type compressors are used because the brushes

cannot be sealed hermetically. When an AC electric driven unit is employed,

a hermetically sealed vapor cycle compressor-motor is used to eliminate

refrigerant leakage around the compressor shaft. A motor driven system provides
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more flexibility in the vehicle than engine mounted direct drives because they

can be installed anywhere space is available. Additionally, belt drives are

not recommended because of questionable reliability.

For the air cycle system, either an electric or hydraulic power source

is favored for the flexibility of packaging the system in the vehicle. The

hydraulic power source more closely matches the air cycle system power re-

quirement and therefore may be more favorable for this application. If space

is available, a direct gear drive of the power compressor may also be feasible.
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SECTION 3.0

PRELIMINARY SELECTION OF CANDIDATE SYSTEMS

I NTRODUCT ION

Various refrigeration concepts were considered for macroclimate condition-

ing of the crew compartment after the vehicle requirements presented in the

preceding section were determined. These concepts included air cycle, vapor

compression cycle, positive displacement air cycle, thermoelectric, vortex

tube, expendable heat sink, absorption cooling, and evaporative cooling. The

advantages and disadvantages of each concept in the area of performance, power,

size/weight, vulnerability, and logistics were considered. Other factors such

as noise and development status were considered as secondary elements.

3.1 AIR CYCLE

The air cycle is a fully developed concept that has been used in aircraft

compartment cooling for many years, particularly when a high pressure air

engine bleed source is available. Air cycle systems are also used in applica-

tions requiring shaft driven compressors. This cycle is depicted schematically

in Figure 3-1. The air cycle package is generally smaller and lighter than

the vapor cycle, and, for this reason, is presently being applied to European

combat vehicle cooling applications. This concept has the added advantage of

possessing a combined cooling/heating capability.

The air cycle requires less logistical support than the vapor compression

cycle in that leak detectors, make-up refrigerant, and vacuum pumps are not

required. The system can also continue operation with minor pinhole leaks.

However, if leakage areas in the high pressure ducting are of the same order

of magnitude as the nozzle area, such as would result from a bullet hole,

system performance will degrade.

I
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3.1 (Continued)
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REW AIR FROM TO CREW

COMPARTMENT AMBIENT COMPARTMENT

FIGURE 3-1. AIR CYCLE SYSTEM SCHEMATIC

The major disadvantage of the air cycle is that it requires more power

than the vapor cycle. However, recent advances in the concept, such as "chilled

recirc", can significantly reduce power as compared to the conventional air

cycle in certain applications (Reference 11).

For the reasons listed above, the air cycle will be considered in more

detail in the following sections. A description of the system operation will

also be presented.

3.2 VAPOR COMPRESSION CYCLE

Like the air cycle, the vapor compression cycle (Figure 3-2) is commonly utd

for many refrigeration applications, most notably home and automobile air

conditioning. The major advantage of this concept is that it requires less

power than the air cycle.
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3.2 (Continued)
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FIGURE 3-2. VAPOR COMPRESSION CYCLE SYSTEM SCHEMATIC

The major disadvantages of this concept when compared to the air cycle

are:

- No combined cooling/heating capability.

- More stringent logistical requirements (refrigerant, leak

detector, vacuum pump).

- Larger and heavier than the air cycle equipment.

SMinor pinhole leaks will shut down the system.

However, because of this concept's low power, it will also be considered

in more detail in the following sections. A description of the system operation

will also be presented.
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3.3 POSITIVE DISPLACEMENT AIR CYCLE

This concept currently under development for the Army uses proprietary

vaned rotary machines to circulate air in a closed loop coolant system. This

closed loop system, depicted schematically in Figure 3-3, interfaces with

circulating air or liquid systems that provide the actual cooling. Several

applications of this concept were studied. One involves a common housing for

the compressor-expander, while another employs separate housings.

HEAT REJECTION

M AMEN ENT

FAN

HAEXCHANGER

OM R S O XAN DE O E

ROM CREW

COMPARTMENT

FIGURE 3-3. POSITIVE DISPLACEMENT AIR CYCLE SYSTEM SCHEMATIC

The common housing compressor-expander concept has been tested for low

thermal load applications such as personnel portable conditioning schemes.

This unit required a 2 1/2 horsepower motor and supplied 0.3 tons of cooling

(COP --0.57). (Reference 12)

41
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3.3 (Continued)

More recent work on this concept utilizing separate housings for compres-

sion and expansion to eliminate leakage and thermal effects between the compres-

sor and expander involves a 1 1/2 ton unit that requires 8-10 hp for operation

(COP = .71). This system is currently under development and only the expander

has been built and tested. However, this expansion device had an isentropic

efficiency comparable to the air cycle discussed above.

This cycle is also more complex than either the air or vapor compression

cycles described above if oil mist is used for lubrication of the compressor-

expander. This oil becomes entrained in the circulating air loops and requires

oil separators and coolers to treat the oil. The presence of oil in the air

loop, as well as rubbings and shavings of vaned rotary equipment or housings,

requires the circulating air to be in a closed loop rather than being discharged

to the crew compartment as in the conventional air cycle. Thus, it requires

an additional interface heat exchanger and air circulation fan that is not

needed in the conventional air cycle. This results in additional system weight.

For example, the weight goal for the 0.3 ton system described above is 50 pounds

(167 pounds/ton) as compared to an estimated weight of 125 pounds for

a 4 ton air cycle system (31 pounds/ton).

Recent studies of this concept indicate that dry lubrication may be

{ :feasible from the standpoint of machine life. This would allow the system to

*be operated open loop, eliminating the heat exchanger that is required when

oil lubrication is used. However, the toxicity of the discharged air may still

be a problem. This concept is still being studied as the life of the machine

using dry lubrication and the physiological effects of breathing the dry lubri-

cation are unknown. Development work also continues on much larger cooling

load applications.
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3.3 (Continued)

Because of the current development of this equipment, and the on-going

studies and design activity, positive displacement vane air cycles were not

considered further.

3.4 THERMOELECTRIC

A typical thermoelectric system schematic is presented in Figure 3-4.

For the high temperature differentials required at the design condition (such

as 40°F evaporator and 140OF condenser temperatures), the performance of thermo-

electric modules is less efficient than the performance of an air cycle

system. Coefficients of performance are in the range of 0.35 maximum for a

two-stage unit (Reference 13), with practical designs including fans having a

COP as low as 0.26.

FAN

HEAT REJECTION TO AMBENT jFROM AMBIENT
TO AMBIENT

I POWER

TO CREW FROM___CREW

COMPARTMENT COMPARTMENT

• FAN

FIGURE 3-4. THERMOELECTRIC SYSTEM SCHEMATIC

While the size of each thermoelectric module (chip) is small, an extremely

large number of them would be required to provide 4 tons of cooling. The

number of chips required is estimated to be as high as 5600 for a two-stage

unit, with a total module weight of approximately 380 pounds.

1
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A major development effort would also be required to effectively package

this concept. With a 28 VDC power source, 12 chips would be wired in series

and the unit would then require 470 parallel circuits of the 12 chips in series

to provide the required cooling. These would then have to be packaged in such

a manner as to provide proper heat transfer areas and flow passages.

Another disadvantage of this concept is the cost of each thermoelectric

module. Each two-stage chip is estimated to cost $52. This amounts to a com-

plete thermoelectric unit cost of approximately $300,000 for a 4 ton cooling

capacity with the existing ambient and air supply temperature constraints.

This cost does not include any packaging effort or the cost of additional re-

quired equipment such as fans.

In addition, earlier Army experience with thermoelectric air conditioners

indicated a problem of catastrophic failure of the solder joints if the cooling

system fails on hot junctions. This failure occurs so rapidly that no known

protective device can prevent it.

Because of these problem areas, this concept was not considered further.

3.5 VORTEX TUBES

The vortex tube is a device with no moving parts that is capable of pro-

ducing a significant refrigeration effect. Cold air resides at the center

of the vortex due to kinetic energy effects while the outer vortex is at

elevated temperatures due to the energy exchange and friction. The main ad-

vantages of this concept are its reliability and maintainability resulting

from no moving parts.

The major disadvantage of this system, depicted schematically in

Figure 3-5, is Its overall poor efficiency and high power requirements. Based
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3.5 (Continued)'

on a thermal expansion efficiency of 50% (Reference 14) and an inlet tempera-

ture of 1400F, an expansion ratio of approximately 4 to 1 is needed to provide

the desired supply temperature. Because of the combined hot and cold flow in

the unit, only 30-40% of the total unit flow is available for crew compartment

conditioning. This results in an overall system COP of less than 0.10.

If a source of compressed air is not available, then a compressor and

heat exchanger are needed to provide air at the proper temperature and pres-

sure to the vortex tube. This system also requires a fan to pull ambient

air through the heat exchanger. Thus, system simplicity is not much improved

over the air cycle.

For these reasons, vortex tubes were not considered further.

HEAT

REJECTION

TO AMBIENT

<=:ICC=>FAN

HEAT

EXCHANGER

4
FROM

AMBIENT

INPUT -
POWER C E HOT AIR VORTEX

POER~~ j TO AMBIENT TUBE

A I COOLER AIR

FROM CREW TO CREW
COMPARTMENT COMPARTMENT

FIGURE 3-5. VORTEX TUBE SYSTEM SCHEMATIC
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3.6 EXPENDABLE HEAT SINK

Expendable heat sink cooling can be accomplished with ice, liquid air, or

liquid oxygen. A typical system is presented in Figure 3-6. All of these

alternatives were reviewed for applicability to a 4 ton cooling requirement

with an 85°F crew compartment dry bulb temperature.

TO CREW
COMPARTMENT

f HEAT WILL BE

EXPENDABLE REMOVED FROM

HEAT SINK CREW COMPARTMENT
UNTIL EXPENDABLE
HEAT SINK MATERIAL
IS DEPLETED.

FAN

FROM CREW
COMPARTMENT

FIGURE 3-6. EXPENDABLE HEAT SINK SYSTEM SCHEMATIC

The major disadvantage of this concept is the weight and volume of the

stored ice, liquid air, or liquid oxygen. For the baseline condition, the

calculated weights of necessary refrigerant per mission are:

ice - 243.7 lb/hr
j liquid air - 263.7 lb/hr

liquid oxygen - 277.5 lb/hr

I For missions of several hours duration, the size and weight penalty for this

type of crew compartment conditioning is prohibitive.

Another disadvantage of this cooling concept is logistics. Supply areas

would be required to either have the refrigeration capability to make large

amounts of ice or to transport insulated containers of liquid air or oxygen to

,9 replenish depleted supplies.

I For these reasons, this concept was not considered further.
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3.7 ABSORPTION COOLING

This concept has the advantage of using heat as the power source rather

than shaft power. Although absorption cooling is a developed concept, it

requires more equipment than the vapor compression cycle, as shown in the

system schematic presented in Figure 3-7.

SHEAT
REJECTION

ANO AMBIENT

HIGH
TEMPERATURE
HEATGEEAOCODNR

FROM

INPUTAMBIENT
POWER EXPANSION

DEVICE
SFROM TO CREW t

PAN FAN

HEAT REJECTION
AMBIENT CCOMPARTMENT

FIGURE 3-7. ABSORPTION COOLING SYSTEM SCHEMATIC

-' The major disadvantage of this concept is that it is not applicable to

existing combat vehicles unless the vehicle undergoes major modifications. A

high temperature source of heat (200*F - 4000F) is needed to drive vapor from

the solution in the generator. It may be possible to supply this high tem-

perature source by means of the engine exhaust, but this would require major

vehicle configuration changes and does not appear practical. Another method

of desorbing vapor would be to use a vacuum pump. The addition of this pump
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3.7 (Continued)

would further complicate the stem, while also impacting the critical power

requi rements.

Since present absorption cooling systems are also extremely gravity

sensitive, development work would be needed to overcome this problem in a

mobile unit.

For these reasons, the use of absorption chilling is not recommended

and the concept was not considered further.

3.8 EVAPORATIVE COOLING

In this concept, water is applied to the surfaces of the vehicle and

cooling produced by its evaporation is used for crew compartment conditioning.

In one approach, water is contained between the vehicle walls and a porous

material exposed to ambient, through which water vapor can pass. In a second

approach, a porous wicking material protected by metal plates is combined with

a water distribution system to apply water to the surfaces of the vehicle

(Reference 4).

The evaporative cooling rate of both of these oroaches is affected by

the ambient environment. On days of high relative humidity, sufficient crew

compartment cooling cannot be attained.

Evaporative cooling also causes installation difficulties. When mounted

A -on the outside of a combat vehicle, the system is vulnerable to damage in

battle or in transit. The constant wetness against the tank hull is also

likely to result in unfavorable effects from fungi or bacteria fomation or

from corrosion.

The system is also heavy and must make allowances for water loss due to

damage or spills in addition to having sufficient on-board water to provide
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3.8 (Continued)

cooling over a several hour mission. Replenishment may also be difficult if

a water source is not available, such as is likely to occur in a desert

environment. There is also no heating capability in this approach.

Because of these disadvantages, evaporative cooling was not considered

further.

3.9 SUMMARY

The items reviewed for each concept are presented in summary form in

Table 3-I. The advantages and disadvantages of each concept leading to its

selection or rejection for further consideration are presented. Based on the

discussions presented above, air cycle and vapor compression crew compartment

conditioning concepts are selected for preliminary design and trade-offs.

1
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SECTION 4.0

COMPARATIVE SYSTEM PERFORMANCE

INTRODUCTION

This section presents a general description of both the air and vapor

cycle operation as well as a description of the baseline Carnot concept.

Measures of system performance will be defined and an explanation and comparison

of typical system differences from Carnot performance will be presented.

4.1 CARNOT CYCLE

The Carnot cycle is the most efficient cycle that can operate between two

constant temperature reservoirs. In this cycle every process is reversible,

and thus the complete cycle is also reversible. Heat transfer with both the

high and low temperature reservoirs is reversible isothermal, and the changes

in fluid temperature in both the turbine and compressor are reversible adiabatic

processes.

BOI LER

T OUTPUT

141vto0%ottPOWER

-- CONDENSER1,
For the ideal heat engine depicted above, the thermal efficiency of the cycle is

defined as the output energy (work) divided by the input energy. In this case

)7 = output = QH - QL = 1 - QL = 1 - TL

input QH QH TH

To increase the efficiency of this cycle, it is necessary to increase the

4-1-,-.
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4.1 (Continued)

temperature at which heat is rejected to the boiler (TH) or decrease the tem-

perature at which heat is rejected from the condenser (TL).

cc

%9
0 4

"  6 POWER

" EVAPORATOR

For the refrigerator depicted above, the heat engine cycle is reversed.

This is possible because all Carnot processes are reversible. For this re-

frigeration process, the coefficient of performance (COP) is defined as energy

removed by the refrigerant (QL) divided by the input power (QH - QL)

or COP = output = QL = 1 = 1

input QH- QL QH- 1 TH- 1

Q1 TL

For this refrigeration process, the COP can be improved either by decreasing

the temperature at which heat is rejected from the condenser (TH) or increasing

the temperature at which heat is rejected to the evaporator (TL). The effect

of either of these two actions is to reduce the temperature differential, or

temperature "lift", between the evaporator and condenser.

For this study, the evaporator and condenser temperature values are

essentially fixed by ambient conditions and crew compartment supply temperature

requirements. Specifically

4-2
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4.1 (Continued)

TH = Tambient = 120 *F 579.7*R

TL = Tcrew compartment supply = 50*F, typical supply = 509.7*R

Therefore, the maximum coefficient of performance (Carnot) that could be

expected for this application would be:

COP = 1 = 1 = 7.28

TH 579-7

TL 509.7

In actual practice, all system losses and inefficiencies must be con-

sidered to determine actual system performance. These losses and inefficiencies

include:

- fluid characteristics

- compression losses
- expansion losses

- ducting pressure losses
- heat transfer inefficiencies

- motor/power losses.

4.2 VAPOR COMPRESSION REFRIGERATION CYCLE

N| 

C 
INPUT

EVAPORATOR

This cycle, depicted schematically above, consists of a compressor, con-

denser, and evaporator. In this cycle, the working fluid is compressed as
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4.2 (Continued)

vapor, using work produced by an outside source. This outside source can be

a power loop driven by steam heat in a boiler or an electric motor. The vapor

is condensed at high pressure, rejecting heat and leaving the condenser as a

liquid. The refrigerant is then expanded to a lower pressure through a valve

and enters the evaporator. The fluid is vaporized in the evaporator which

produces cooling.

For this application, losses occur in the fluid, compressor and ducting.

The fluid losses result from the fact that no refrigerant can be expanded

isentropically through the expansion valve. Rather, an isenthalpic expansion

occurs which is equivalent to an isentropic efficiency of approximately 93%

for Freon 12 using the calculation procedures of Reference 16.

Compressor efficiency is defined as the input shaft power of an isentropic

compressor divided by the input power of the actual compressor required to

produce the same pressure ratio with the same inlet conditions. A typical

value to use for compressor efficiency for this application is 65%.

Ducting pressure losses are modeled by the APloss/P of the cycle. This

variable is defined as the sum of the individual ratios of local pressure

loss divided by the local pressure. A typical value for this application for

the ducting pressure losses is 5%.

The coefficient of performance of the vapor cycle can be calculated by

COP = Refrigeration

1Motor Input Work

For the vapor cycle hot-dry system performance presented in a subsequent

section, the system COP/Tmotor is approximately 1.41. For power generation

with no losses (i.e., nmotor - 1), the COP for this vapor cycle would be

1.41, compared to a Carnot cycle COP of 7.28.
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4.3 AIR CYCLE REFRIGERATION

INPUT
POWER

FROM CREW TOCREW
COMPARTMENT COMPARTMENT

In the air cycle depicted above, warm air from the crew compartment and

make-up ambient air are compressed to high pressure and temperature. Heat is

rejected to the atmosphere in the heat exchanger, ind the air then enters

the turbine while still at high pressure. Expansion through the turbine re-

duces the pressure and 6eperature, and the exiting cold air is then used to

cool the crew compartment. Power generated by the turbine is used to drive

the compressor. An additional compressor independently powered by an electric

motor, auxiliary power unit, belt drive, etc., is used to overcome the cycle

losses and inefficiencies.

One of the advantages of an open loop air cycle with recirculation is

that, system temperatures permitting, it requires one less heat exchanger than

the vapor cycle, thus reducing system components and weights. In the air

cycle, the air refrigerant leaving the expansion turbine can be used directly

to cool the crew compartment by running the system open loop. If a cooling

I system is operated closed loop, an interface heat exchanger is needed to cool

the crew compartment cooling fluid. This is analogous to circulating air from

the crew compartment over the evaporator in the vapor compression cycle.

4-5
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4.3 (Continued)

A general advantage of an air cycle is that it can be regenerated. For

this cooling application, a regenerative heat exchanger that uses turbine

outlet air to cool the turbine inlet air is feasible and allows the use of the

turbine refrigeration potential while eliminating the formation of ice. This

will be discussed in more detail in subsequent sections of this report.

For the air cycle depicted in the sketch, losses occur in expansion, com-

pression, ducting, and heat transfer. Air requires the use of an expansion

turbine instead of the expansion valve used in the vapor cycle. Turbine

efficiency, defined as the actual turbine output shaft power divided by the

output power of an isentropic turbine operating at the same inlet conditions

and pressure ratio, will be in the range of 80 to 88%. This represents a

larger loss than the isenthalpic expansion value of the vapor cycle which had

an isentropic efficiency of approximately 0.93. This larger expansion loss is

one of the general disadvantages of the air cycle when compared to the vapor

compression cycle.

The coefficient of performance of the air cycle can be calculated by

COP = Refrigeration

1motor Input Work

where refrigeration is the crew compartment cooling load and input work is the

power required by the drive compressor and fans. To determine the input work

i' Irequirements, the air cycle system performance must be analyzed. This was done

for two versions of HCPE interface and the results are presented in Figures 4-1

and 4-2. COP/ 7motor for the two modes of operation depicted in Figures 4-1

and 4-2 are 0.480 and 0.651, respectively. These values of COP/ nmotor clearly

indicate the larger power demands of the air cycle when compared to the vapor

4-6
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4.3 (Continued)

cycle. Both of these cases are preliminary system schematics performed prior

to preliminary design activities, but the significance of the placement of the

hybrid collective protection equipment interface is clear. Less power is

required when this interface is upstream of the shaft driven compressor (or

other appropriate power source) than when the interface is downstream of the

turbine. This is a result of the higher crew compartment supply temperature

when the HCPE interfaces downstream of the turbine. This higher supply

temperature requires a higher coolant flow rate to maintain a constant crew

compartment temperature. This results in more power being required from the

shaft driven compressor.

Despite this decreased performance in the air cycle, the air cycle has

several advantages over the vapor cycle which warrant selection for a detailed

trade-off. These include:

0 combined heating and cooling capability

o reduced size and weight

40 minor leakage will not force the system to shut down

Detailed design and trade-offs of the air cycle and vapor cycle will be

presented in subsequent sections of this report.
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SECTION 5.0

CANDIDATE SYSTEM PERFORMANCE

INTRODUCTION

This section presents the results of the system performance of the pre-

liminary design of the air cycle and vapor compression refrigeration concepts

selected as candidate systems for crew compartment cooling. The design speci-

fications will be defined, the derivation of thermal loads will be presented,

and system thermal performance will be summarized. Sizing conditions for the

various components and control schemes will be explained.

5.1 DESIGN SPECIFICATION

3oth the air and vapor cycles must meet the following specification:

1. 48,000 Btu/hr (4 tons) of equivalent evaporator cooling for

the hot-dry climate

2. Crew compartment design goal conditions of 90°F dry bulb

temperature, 20% relative humidity

3. Crew compartment pressurized to 1.5" H20

4. Systems to interface with the hybrid collective protection

equipment.

Both concepts are to minimize power since available power on combat

vehicles is marginal. For the purpose of estimating power needs on a com-

parable level for both systems, 100% motor efficiency was assumed for both

cycles.

5.2 THERMAL LOAD DERIVATION

As the conditioning systems will be operated in climates other than the

hot-dry design point and only the hot-dry cooling requirement was defined, it

was necessary to estimate the various elements of the crew compartment cooling

1
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5.2 (Continued)

load so that off-design cooling requirements (i.e., other than the hot-dry

climate) could be approximated. Because there is no evaporator in an air

cycle system, a system performance comparison between air and vapor cycles is

difficult. Therefore, the first step of this estimation procedure was to

define the actual system cooling provided by the candidate systems so that

they could be compared. This cooling consists of four elements:

1. the cooling provided to system recirculating air

2. the cooling provided to the fresh make-up air passing

through the HCPE

3. the equivalent cooling of water removed from the air

4. the cooling necessary to remove heat generated by

recirculating air fans

Detailed equations for each of these elements are presented in Table 5-I.

It was then necessary to estimate the vwrious components of the 4 ton

cooling requirement (such as electronics, solar, personnel, etc.) so that a

crew compartment heat transfer coefficient (UA) cculd be defined for estimating

cooling requirements at other than the hot-dry design climate. First, equivalent

evaporator performance for the hot-dry day with 300 cfm HCPE fresh air make-up

and a 4 ton cooling requirement was modeled. This performance was based on

, .the cooling elements of Table 5-I and is presented schematically in Figure 5-1.

Then, based on thermal load proportions from earlier Army studies of the M577/A1

(Reference 4) scaled to a 4 ton cooling load, a UA of 355.2 Btu/hr-OF was

estimated for the crew compartment heat transfer coefficient. This heat

transfer coefficient is estimated by subtracting ventilation and fixed cooling

requirements from the total crew compartment sensible load. Table 5-11 presents

the detailed derivation of this value.

5-2



TABLE 5- I

COOLING ELEMENTS

1. System Recirculation Air

Q -- (Wcrew compartment supply - Wfresh air) X 0.24 X

(Tcrew compartment db - Tcrew compartment supply dib)

2. Fresh Make-Up Air

Q = Wfes air X 0.24 X (THCPE out - Tcrew compartment supply db)

3. Water Removed

Q =WH 20 removed X hfg

4. Recirculating Air Fans

Q -- Wfa n X 0.24 X ATfan

Notes: Q defined as Btu/hr

W defined as lb/hr

T defined as °F

hfg defined as Btu/lb

-5I
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5.2 (Continued)

EVAPORATOR Q - 48000

T -, 120.1

W - 47.57
T - 115.1

W - 47.57 A-243W - 20.54

AH " 50 . T. - 4. T -125S FLWER "AMBIENT
A- 24.3 T = 120

FRESH AIR
W -, 27.03 MAKE-UP

AH - 31.4

LEGEND

CREW Q . 27400 Q - BTU/IR
COMPARTMENT SENSIBLE W - LB/MIN

T - °F

LEAKAGE AH - GR/LB DRY AIR

FIGURE 5-1. EQUIVALENT EVAPORATOR SCHEMATIC

This cooling load element estimation allows cooling loads and system

performance to be determined for the hot-humid, basic constant high humidity,

basic variable high humidity, and basic het climates in addition to the hot-

dry design point. The severe cold climate was also reviewed for system heating

1 "" capability. Ambient conditions for these climates were summarized in Table 2-I.

Both the air and vapor cycles were designed to interface with the HCPE.

The cooling systems were designed for 300 cfm fresh air make-up through the

NBC filter to account for crew compartment leakage. In addition, the 600 cfm

fresh air flow case was also analyzed for each of the climates to determine

performance when the NBC filter is bypassed and the leakage rate is higher.

The HCPE operating modes were summarized in Table 2-VIII.
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5.2 (Continued)

Another item affecting system sizing was ambient cooling air used in heat

exchangers, condensers, etc. It was assumed that this air would be 5°F higher

than ambient because of heat transfer from the surrounding armor on days when

cooling is required. For severe cold day operation, air to the heat exchangers

was assumed to be at ambient conditions.

The increase in cabin humidity due to the evaporation of sweat from the

vehicle crew also affects equipment sizing and moisture removal requirements.

Crewman casualty work performed by the Army to determine vehicle requirements

for this study assumed a metabolic load of 250 watts per crewman (Reference 8).

Therefore, this was the personnel cooling requirement used during this design

effort. For these preliminary design activities, it was assumed that the

metabolic load was all latent at crew compartment temperatures of 96°F or

higher. For temperatures below 960F, the sensible load was equivalent to 68

Btu/hr-°F and the latent load was adjusted so that the total personnel load

was 1000 watts. This modeling approach was based on earlier aircraft environ-

mental control system designs.

With the design specification and cooling load derivation completed, pre-

liminary design of both the air and vapor compression systems was initiated.

A detailed explanation of these efforts is presented below.

5.3 AIR CYCLE SYSTEM DESCRIPTION

The air cycle system that was studied is presented schematically in Figure

5-2. This system uses the 3-wheel air cycle machine previously developed by

Hamilton Standard. In this system a small portion of the turbine power goes

to the cooling air fan, with the major portion going to the bootstrap compressor.

Fresh air from the HCPE is compressed in the system drive compressor before

5-6
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5.3 (Continued)

entering the 3-wheel air cycle machine. While a single compressor could be

designed to combine the drive and bootstrap functions, separate bootstrap and

drive compressors were selected for preliminary design because of packaging

flexibility and the current development status for aircraft applications. The

system also uses both a primary and secondary heat exchanger to cool the air

entering both the bootstrap compressor and the high pressure side of the con-

densing heat exchanger.

This system also utilizes an upstream water separator and a unique "recirc

chiller" concept (Recirc Air ) developed by Hamilton Standard. Air cycle

refrigeration concepts in the past typically used a coalescing water separator

downstream of the turbine to eliminate moisture in the supply air. This

coalescing water separator has several negative aspects:

1. the coalescer results in a large pressure drop which essentially

backpressures the turbine, increasing system losses

2. temperatures at the water separator inlet must be maintained

above 32*F to prevent ice formation in the water separator.

Thus, there is no advantage in increasing turbine efficiency

or heat exchanger sizes if these changes result in a water

separator inlet temperature that is below freezing. Further-

more, the subfreezing cooling potential of the turbine cannot

be effectively utilized when high moisture levels are present.

The upstream condensing heat exchanger was the first major breakthrough

in eliminating the need for a coalescer. However, even in earlier system appli-
cations with an upstream condenser, crew compartment recirculation air was not

incorporated into the cycle. Therefore, these earlier systems did not haveI

5-8

L~



UNITED
TECHNOLOGIES -ll'l MID

5.3 (Continued)

the capability of using all of the turbine cooling potential because of ice

build-up in the condenser. Rather, the recirculation air was mixed downstream

of the condenser where it could not be used to melt ice.

-With the incorporation of the "recirc chiller" concept (i.e., mix crew

compartment recirculation air so as to melt ice with the recirculation air),

the problems of the earlier systems are corrected. The coalescer is eliminated

by condensing moisture in the high pressure side of the condenser upstream of

the turbine. Condensed moisture is withdrawn by means of a "scupper" and

injected into the secondary heat exchanger where it aids in cooling bootstrap

compressor outlet air. This water removal reduces the amount of ice present

at the turbine outlet. The crew compartment recirculation air is mixed with

the turbine discharge prior to entering the low pressure side of the condenser.

This mix temperature is designed to be high enough to eliminate condenser

icing problems. The flow to the crew compartment is the sum of air through

the air cycle machine plus the recirculated air. This reduces the amount of

air that must flow through the drive compressor and air cycle machine which

results in lower power requirements and smaller equipment.

The system is designed to provide 4 tons of cooling in the hot-dry climate

with an HCPE flow rate of 300 cfm. For cases where 600 cfm flows through the

HCPE, the flow that cannot be handled by the drive compressor and air cycle

machine is bypassed to the distribution ducting downstream of the condenser.

This is depicted by the "fresh air bypass" line in Figure 5-2. There are

several reasons for this bypass ducting selection:

1. for HCPE operation with the crew compartment conditioning

system off, proper air flow distribution will be obtained

5
I5-

":L ] | .... .. . .. ..



UNITED
TECHNOLOGIES

5.3 (Continued)

2. mixing at the turbine discharge (along with the recirculated

air) upstream of the low pressure condenser will raise the

temperatures in the condenser which will result in less water

removal and undesirably higher moisture levels in the crew

compartment.

As 600 cfm is a condition where the NBC filter is being bypassed, it was

assumed that the increased ventilation rate would result from more openings

(such as hatches) in the vehicle and that the thermal load problem is not as

severe as in the NBC protective posture with 300 cfm fresh air flow.

Both a primary heat exchanger upstream of the bootstrap compressor and a

secondary heat exchanger downstream of the bootstrap compressor are used.

The secondary heat exchanger is used to cool the air entering the high pressure

side of the condensing heat exchanger to obtain proper water removal and

turbine inlet conditions. The primary heat exchanger is used to limit boot-

strap compressor outlet temperature. This is a proven concept in aircraft

environmental control system applications and is part of an off-the-shelf

system.

Water removed from the condensing heat exchanger is injected into the

conditioned air outlet-fan air inlet portion of the secondary heat exchanger

to take advantage of the evaporative cooling potential of the condensed

moisture. Approximately 80% of the evaporative cooling potential is available

for this use. The heat exchangers use a previously developed concept where

the primary and secondary sections are brazed together as a single unit to

minimize the size of the two heat exchangers by eliminating headers and

connecting ductwork.
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Thermal control for off-design cooling and heating operation is also pro-

vided in this system. This thermal control is provided by a combination of a

drive compressor throttling valve, labeled "temperature control valve #1" on

Figure 5-2, and a hot thermal bypass controlled by "temperature control valve

#2." For design operation at the hot-dry climate, the drive compressor

throttling valve is completely open and the hot thermal bypass is completely

closed. The crew compartment recirculation flow is then selected so that

35°F air is supplied at the condenser outlet at the hot-dry design point.

For off-design cooling conditions, condenser outlet temperatures will

fall below 35°F for certain climates if the conditioning system is operated

at full capacity. This low temperature at the condenser outlet can cause

icing problems. It is possible to increase the condenser outlet temperature

to 350F by opening the hot thermal bypass. However, this would not reduce

the flow through the drive compressor, and there would be no reduction in

required system power. Rather than open the hot thermal bypass, a throttling

-* valve on the drive compressor inlet is used instead. As the condenser outlet

temperature falls below 35°F, this throttling valve closes, reducing the flow

through the conditioning system and diverting the remainder of the HCPE flow

to the fresh air bypass. The throttling valve adjusts to a setting where the

A condenser outlet temperature is 350F. This approach reduces the flow through

* •the drive compressor and minimizes the power required by the system at off-

design cooling cases.

The hot thermal bypass ("temperature control valve #2") can then be opened

to adjust to a warmer crew compartment temperature, if so desired. For the

purposes of this study, the off-design cases are shown as "full cold" operation

5 to demonstrate the cooling capacity with no hot thermal bypass.
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5.3 (Continued)

For cases where heating of the crew compartment is desired on a severe

cold day, the first step in the control sequence is to throttle the drive

compressor to its minimum setting in an attempt to meet the condenser outlet

temperature requirement of 35°F. Because of the severe cold ambient conditions

and the low temperatures out of the secondary heat exchanger, the condenser

outlet temperature will be below 35*F even with the throttling valve at its

minimum setting. Then, the hot thermal bypass will open in an attempt to

satisfy a 60°F crew compartment temperature. If the crew compartment tempera-

ture remains below the 60OF setting with the hot thermal bypass wide open,

the drive compressor throttling valve will begin to open. This puts more

flow through the drive compressor, reducing the amount of cold fresh air

bypass flow and increasing the amount of flow available for the hot thermal

bypass.

The complete control sequence is depicted schematically in Figure 5-3.

5.4 AIR CYCLE SYSTEM PERFORMANCE

The air cycle system was designed for a 4 ton cooling capacity at the

hot-dry climate with a 300 cfm HCPE fresh air flow rate. The system per-

formance at this design condition is presented schematically in Figure 5-4.

As discussed previously, the drive compressor throttling valve is wide open

with no fresh air bypass and the hot thermal bypass control valve is fully

closed. Crew compartment air at a rate of 13.9 lb/min is recirculated to main-

tain a condenser outlet temperature of 350F. The total power requirement for

system operation at this condition is 37.51 horsepower for the drive compressor

and recirculation fan, ignoring any power source inefficiencies.

For air cycle system performance, the dry air rated supply temperature

I rather than the dry bulb supply temperature is used to determine cooling

5-12
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5.4 (Continued)

capacity when free moisture levels are 15 gr/pound of dry air or less. Because

of high speed air flow through the turbine, the entrained moisture exists as a

fine, dispersed mist rather than as water droplets. It has been determined

in current aircraft environmental control system applications that the fine

dispersed mist can aid in crew compartment cooling, provided free moisture in

the cooling air is 15 gr/lb or less. Therefore, the dry air rated supply tem-

perature, (TDAR) which is an adjusted temperature to account for the evaporative

cooling capability of the entrained mist, is used to determine system cooling

capacity. This approach does not apply to the vapor compression system where

entrained moisture is in the form of droplets off of the evaporator coils

rather than as a fine mist, and dry bulb supply temperature is used to deter-

mine cooling capacity for the vapor compression system.

The air cycle system performance for the hot-humid, basic constant high

humidity, basic variable high humidity, and basic hot climates are presented

schematically in Figures 5-5 through 5-8 inclusive. The thermal loads were

estimated by the procedures presented earlier in Table 5-11, and the system

performance is determined for "full cold" operation (no hot thermal bypass).

For the basic constant high humidity (Figure 5-6) and oasic variable high

humidity (Figure 5-7) cases, the drive compressor throttling valve is used to

maintain a condenser outlet temperature of 350F. For the hot-humid and basic

hot cases (Figures 5-5 and 5-8, respectively), the drive compressor throttling

valve is wide open and the condenser outlet temperature is greater than 350F.

Crew compartment temperatures range from 61.7 0F to 82.60F, with relative

humidities ranging from 28 to 80 percent. However, the highest crew compart-

ment effective temperature is 74.2 0F at the hot-humid climate, compared to

5-15
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a target value of 76.8 0F based on 90°F dry bulb temperature at 20% relative

humidity. A complete summary and comparison of all system performance is

presented in Section 7.1.

Figures 5-9 through 5-13 present air cycle system operation for the hot-

dry, hot-humid, basic constant high humidity, basic variable high humidity,

and basic hot climates with 600 cfm fresh make-up air in a non-NBC environment.

As the drive compressor was sized for a 300 cfm capacity with a wide open

throttling valve, a large proportion of the fresh make-up air is bypassed

directly to the crew compartment for non-NBC operation. This infusion of warm

make-up air directly into the crew compartment results in higher crew compart-

ment temperatures for all of these climates than exists for the NBC environment

presented in Figures 5-4 through 5-8. For non-NBC operation with the air cycle

system, a 2 speed blower in the HCPE may be needed to reduce the ventilation

rate to limit the infusion of unconditioned warm ambient air on hot days or

cold ambient air on severe cold days.

As in the previous cases, the drive compressor throttling valve is set to

obtain a 35°F dry bulb condenser outlet temperature with no hot thermal bypass.

This valve will only actuate for operation in the basic constant high humidity

climate (Reference Figure 5-11). At all other climates requiring cooling in a

non-NBC environment, the throttling valve is wide open and the condenser outlet

dry bulb temperature is greater than 350F.

One of the advantages of an air cycle conditioning scheme is the inherent

heating capability of the cycle. This heating capability is demonstrated for

the severe cold climate in an NBC environment (300 cfm make-up) in Figure 5-14.

For this case, the hot thermal bypass is wide open and the drive compressor

5-20
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throttling valve has partially reopened to hold a 60*F crew compartment

temperature.

Figure 5-15 depicts the system heating capability for the severe cold

climate in a non-NBC environment. In this case, both the hot thermal bypass

and the drive compressor throttling valve are wide open but due to the amount

of cold fresh air being bypassed, the crew compartment temperature is only

29.80F. However, this is still a large amount of heating capability (approxi-

mately 90°F temperature increase) and the amount of ventilation through the

HCPE can be reduced if higher crew compartment temperatures are desired, such

as with the use of a 2 speed non-NBC blower as discussed above.

Figures 5-14 and 5-15 demonstrate the heating capability of the air cycle.

However, to obtain this capability, large amounts of power are required by the

drive compressor (45.7 and 59.2 hp, respectively). In actuality, the power

available for the drive compressor may be limited, and actual heating capacity

will be less than that presented in the figures.

The last air cycle performance figures presented, Figures 5-16 and 5-17,

indicate system performance when the ventilated facepiece is operational with

300 cfm HCPE flow. Figure 5-16 presents operation in the hot-dry climate and

Figure 5-17 presents operation on a hot-humid day. For these cases, twenty

cfm (5 cfm per man) is tapped off to the ventilated facepieces upstream of the

drive compressor. This provides filtered but uncooled air to the ventilated

facepieces and can be used whether the air cycle is being operated or not.

Another alternative would be to tap cooled air for the facepieces from a

location downstream of the condensing heat exchanger and upstream of the crew

compartment. To prevent the possibility of breathing contaminated air, this
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5.4 (Continued)

tap off could only be allowed to mate with individual filter fittings.

Operation in this mode is identical to system operation with an HCPE flow rate

of 300 cfm as presented in Figures 5-4 and 5-5. This alternative will not be

functional when the air conditioning system is turned off. The ventilated

facepiece tap off location of Figures 5-16 and 5-17 must be used when cooling

is not provided.

5.5 VAPOR COMPRESSION CYCLE SYSTEM DESCRIPTION

The vapor compression system that was studied is depicted schematically

in Figure 5-18. This system employs the existing technology that has been

extensively used for home and automobile air conditioning.

Air recirculated from the crew compartment is mixed with fresh make-up

air from the HCPE. Heat is rejected from this air mixture by evaporating

refrigerant in the evaporator. The cooled air is then distributed in the

crew compartment.

Superheated vapor at low pressure from the evaporator is compressed before

entering the condenser. Heat is rejected from the refrigerant to circulating

amabient air in the condenser, and the refrigerant leaves the condenser as

liquid at a high pressure. The refrigerant then passes through an expansion

valve where the pressure is lowered prior to entering the evaporator.

Freon-12 is used as the refrigerant because of its stability, commercial avail-
*1

ability, and vapor pressure characteristics.

As in the air cycle preliminary design, the vapor cycle is designed to

provide 4 tons of cooling in the hot-dry climate with an HCPE flow rate of

300 cfm. Make-up flow rates of 600 cfm when the NBC filter is bypassed were

considered as off-design operation. The recirculating air fan was assumed
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5.5 (Continued)

to pass the same flow rate regardless of the fresh air make-up rate because

of equivalent interface pressures.

The placement of the HCPE interface with recirculated air upstream of the

evaporator was selected for several reasons. Placing the HCPE interface up-

! stream of the evaporator requires less air flow to satisfy the cooling require-

ments than placing the interface in the air return line between the evaporator

and the crew compartment. This is a result of the evaporator air outlet

• temperature, which is constant regardless of the HCPE interface location.

Thus, placing the interface downstream of the evaporator causes a higher crew

compartment supply temperature, which in turn requires a higher air flow to

maintain a constant crew compartment temperature. The lower air flow of an

upstream HCPE interface is desirable because of lower pressure drops in the

evaporator dnd lower fan power requirements. The upstream HCPE interface also

results in lower crew compartment supply humidities because moisture is removed

in the evaporator from all of the air flowing to the crew compartment. If the

fresh air is mixed in downstream of the evaporator or is blown directly into

the crew compartment, no moisture removal is accomplished on the make-up air

and the relative humidity of the crew compartment will be higher than it is

with the HCPE interface upstream of the evaporator. Finally, with the recir-

culating air fan placed between the upstream HCPE interface and the evaporator,

a1 some fresh make-up air will be drawn into the system even if the HCPE blower

fails. The recirculating air fan could also be placed downstream of the evap-

orator. However, with the constraint on evaporator air outlet temperature,

* i this would result in a higher crew compartment supply air temperature, requiring

higher air flow rates and more recirculating fan power. For this reason, the

5
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5.5 (Continued)

recirculating air fan is placed upstream of the evaporator.

The refrigerant loop is a duplex design with dual evaporators, condensers,

condenser air fans and compressors. This permits system modulation in climates

where reduced cooling is needed, thus saving on power consumption. The system

capacity is controlled by the cycling of the refrigerant compressor, as deter-

mined by the thermostat on the recirculating crew compartment air. When the

air temperature rises a preset amount (e.g., 50F) above the temperature setting,

the second Freon system will then cycle to hold this new condition.

The vapor cycle also uses a thermostatic expansion valve to regulate the

flow of refrigerant into the evaporator under changing conditions. This valve

is controlled by the amount of superheat in the compressor suction gas. Under

low loads as the amount of superheat decreases, the valve closes to protect

the unit from flooding. The valve also limits the maximum suction pressure

at high loads as all the valve fluid evaporates and limits the valve opening

to a design maximum.

5.6 VAPOR COMPRESSION CYCLE SYSTEM PERFORMANCE

The design case for this system is presented in Figure 5-19. This is the

hot-dry climate with a 4 ton cooling capacity and 300 cfm fresh air make-up

through the HCPE. The total power requirement for system operation at this

condition is 13.38 horsepower at 100% motor efficiencies for the refrigerant

compressors and condenser and evaporator air circulation fans. This power

requirement is approximately 36% of the power required by the air cycle for the

same condition.

|| Off-design performance for the hot-humid, basic constant high humidity,

basic variable high humidity, and basic hot climates with 300 cfm HCPE flow

I
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5.6 (Continued)

is presented in Figures 5-20 through 5-23, respectively. For operation in

the basic constant high humidity climate (Figure 5-21), only half of the

refrigerant cycle need be operated to hold a crew compartment dry bulb tem-

perature of 72.4°F. The 90°F crew compartment dry bulb temperature require-

ment is exceeded only for the hot-humid climate (Figure 5-20), which also has

the highest crew compartment effective temperature of 81.10F.

The vapor compression system perfomance for the non-NBC environment with

600 cfm fresh air make-up flow is presented in Figures 5-24 through 5-28 for

the hot-dry, hot-humid, basic constant high humidity, basic variable high

humidity, and basic hot climates, respectively. The crew compartment tempera-

ture rises as high as 1020F for the hot-humid climate, where the maximum suction

I pressure is limited so as to limit the refrigerant system temperatures. This

condition also results in a high crew compartment effective temperature of

89.0°F.

As the vapor compression system has no inherent heating capability,

system operation at the severe cold climate is not applicable. Either electric

or liquid heaters would have to be added to the recirculating crew compartment

air loop to obtain heating in any new vehicle application. It has been

assumed that the necessary heaters already exist in combat vehicles being

considered for a crew compartment conditioning retrofit, and they have not

been duplicated in this study.

If the ventilated facepieces are used, the required 20 cfm (5 cfm per

crewman) can be tapped off either just downstream of the HCPE or just down-

stream of the evaporator. If the tap-off is just downstream of the HCPE, the

air will not be cooled, but it will be filtered and purified and can be used
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5.6 (Continued)

whether the system is operating or not. If the ventilated facepiece tap-off is

downstream of the evaporator, the air will be cooled and system performance

will be as depicted in Figures 5-19 through 5-23. However, this tap-off must

be mated to a personal filter inlet to prevent possible CB contamination from

recirculated crew compartment air.

.
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SECTION 6.0
CANDIDATE SYSTEM EQUIPMENT

I NTRODUCT ION

This section will present approximate component and package envelopes for

both the air and vapor cycle systems. Since the vapor cycle is commonly used

in vehicle applications and the vapor cycle system for this application is

essentially the MBT system (References 9, 10), an extensive equipment descrip-

tion will not be presented. However, the air cycle equipment description will

be covered in greater depth because it is more commonly associated with air-

craft rather than vehicle conditioning. The technology associated with the

air cycle system is also newer and less commonly known than for the vapor cycle.

The approximate weight of the complete system without armor shielding will

also be presented. Armor shielding will be required if the systems are mounted

externally. However, it was assumed that the weight of the armor shielding

would be equivalent for either concept.

6.1 AIR CYCLE

j The air cycle system depicted schematically in Figure 5-2 is a slightly

modified version of the DHC-8 aircraft environmental control system which is

currently under development at Hamilton Standard. The major components of the

air cycle system are:

I - air cycle machine

- primary/secondary heat exchanger

- condenser/mixer

i I - recirculating air fan

- drive compressor/gearbox

Air Cycle Machine - A typical installation drawing for the 3-wheel air cycle

machine is presented in Figure 6-1. The cast magnesium turbine housing provides

I
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6.1 (Continued)

support for the bearing cartridge, compressor and fan housings, and can also

serve as the main structural member for mounting the unit. The turbine inlet

torus and discharge plenum are part of the turbine housing.

A simple dome shaped compressor housing is constructed of high strength

aluminum and provides an inlet segment as well as an outlet collector plenum

for compressor flow. The fan inlet housing is cast aluminum and incorporates

an internal steel section for fan rotor containment and a screen at the inlet

to prevent foreign object damage to the fan rotor. The aluminum sheet metal

fan diffuser is supported directly from the fan inlet housing. Radial turbine

and compressor rotors are machined from high strength wrought aluminum. The

axial flow fan rotor is a precision forged wrought aluminum component.

All rotors are fully contained to provide safe operation for normal and

possible failure modes. The air cycle machine incorporates a speed limiting

device in the form of a machined groove in the turbine rotor, i.e., a turbine

"fuse". This fuse section causes the rim to separate from the hub within a

defined speed range which is well above the maximum normal operating speed.
.4

Since the turbine is the driving member, neither the fan nor compressor rotor

speeds can ever exceed the "fuse" burst speed of the turbine. The housings are

designed to contain each of the three rotors at the maximum "fuse" speed.

Primary/Secondary Heat Exchanger - The primary/secondary heat exchanger pre-

sented in Figure 6-2 is of aluminum plate-and-fin type construction. Its core

is an aluminum, crossflow, plate and fin design consisting of a primary and

secondary section brazed together as a single unit utilizing Hamilton Standard's

fluxless, furnace brazing process. Both the primary and secondary sections

are identical in fin configuration. Air from the drive compressor makes a

6-3
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6.1 (Continued)

single pass through the primary section and two passes through the secondary

section. Fan air makes a single pass through the core flowing in series first

through the secondary and then through the primary section. The core flow

pattern and fin configuration is the same as that successfully employed in

the DHC-7 refrigeration package heat exchanger; however, the core size has been

modified for this specific application and will be slightly larger. The core

sizes are:

Hot Flow Length, inches 11.9

Cold Flow Length, inches 7.46

No Flow Length, inches 13.21

A boss is provided in the fan air inlet header for installation of the

spray nozzle, which sprays water drained from the water collector section

of the condenser/mixer onto the fan air inlet face of the secondary heat

exchanger. Evaporation of this water in the core provides additional cooling

of the crew compartment air. For maximum effect, the water is sprayed on the

conditioned air outlet side of the fan air inlet to increase the temperature

differential between conditioned and fan air in that region.

Condenser/Mixer - The condenser and mixer are designed for ice-free operation

and minimum maintenance. The condenser/mixer consists of three sections: a

. condenser, a mixer and a water collector fabricated as a single unit in order

to minimize volume and weight, and to improve operating efficiency. Installa-

tion of the condenser/mixer and water collector is shown in Figure 6-3.

The condenser is an aluminum, crossflow, plate-and-fin design utilizing

a brazed core, manufactured via Hamilton Standard's fluxless, furnace, braze

process. Hot air from the secondary heat exchanger and cold turbine discharge

6-5
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6.1 (Continued)

air each make a single pass through the core. The cold air flows between

straight fins with a low fins per inch density. This configuration is used to

minimize the cold flow pressure drop and, thereby, reduce the recirculation

fan horsepower requirement, and to minimize the frontal area on which snow

generated by the air conditioning system may accumulate.

The mixer consists of two concentric, aluminum, cylindrical shells welded

to the condenser cold side inle't transition header. Recirculated air, turbine

discharge air and hot thermal bypass air are mixed to provide a more uniform

temperature entering the condenser core and to minimize the formation of snow.

The outer shell contains the recirculation air and bypass air inlet ducts.

These inlets supply air to an annular area created by the inner and outer shells

where the inner shell forms the mixing chamber. Mixing of warm and cold air

is initiated close to the turbine discharge inlet. A series of distribution

holes around the periphery of the conical inner shell allows penetration of

warm recirculation air through the cold turbine discharge plume along the length

of the mixer. As the mixed air is diffused in the mixer conical section, mass

heat transport takes place between the mixed air molecules at lower velocities.

This results in an evenly mixed bulk air temperature prior to its entering the

condenser core.

The coaxial mixer is welded to the condenser transition header to inte-

grate both functions of mixing and condensation into a single lightweight

component. The external surface of the mixing chamber is covered with one-half

inch thick insulating material to preclude the possibility of condensing water

forming on the cold walls during normal operation.
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6.1 (Continued)

In this system, water is condensed out in some instances in both the

secondary heat exchanger and the condenser. For convenience, it is desirable

to collect this water at a single point rather than at two. Collecting the

water directly in the condenser high pressure outlet header before it can

become re-entrained in the exiting air will provide optimum collection

efficiency. This is accomplished by an in-line scupper and drain arrangement

in the high pressure outlet header.

Recirculation Fan - The recirculation fan installation is presented in

Figure 6-4. The crew compartment air recirculating fan is a highly efficient

centrifugal fan, utilizing backward swept blades. Its rotor is backward swept

to minimize blade loading and maximize performance, and is of low speed design

to minimize noise. Pressure recovery is achieved by a short radial diffuser

and a constant velocity scroll diffuser. The fan is powered by a basic AC

motor with an inverter to utilize a 28 vdc power supply, while improving the

life that could be obtained with a DC motor which would utilize brushes.

Drive Compressor and Gearbox - The installation of the drive compressor and

gearbox is presented in Figure 6-5, depicting an approximate envelope for

shaft drive, belt drive or hydraulic motor power sources.

The drive compressor wheel size is based on an earlier Hamilton Standard

design for an aircraft supercharger. Because of the drive compressor pressure

and temperature levels, the compressor wheel is titanium and the housing is

stainless steel. The gearbox would be of a new design with an aluminum housing

and steel gears.

System- Typical package installation drawings for earlier aircraft ECS appli-

cations without the drive compressor are presented in Figures 6-6 and 6-7. The
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6.1 (Continued)

approximate total system envelope is 16 ft3 (4 feet long by 2 feet wide

by 2 feet high) for these aircraft applications. These envelopes have been

developed for minimum weight rather than minimum volume. If connecting duct

work were to consist of box-shaped plenums rather than smooth curving, small

diameter ducting, the system envelope could be reduced with an increase in

system weight. With a detailed system packaging development study, it is

anticipated that this volume could be significantly reduced from 16 ft3.

The overall system weight is estimated to be 125 pounds, based on the

following component weights:

air cycle machine 21.4 pounds

primary/secondary heat exchanger 33.0 pounds

condenser/mixer 9.0 pounds

recirculation fan 12.0 pounds

drive compressor and gearbox 28.0 pounds

frame, ducting, and controls 21.6 pounds

Total 125.0 pounds

6.2 VAPOR CYCLE

The vapor compression system depicted schematically in Figure 5-18 uses

R12 as the refrigerant and is a slightly modified version of the MBT condition-

Ing system developed by Harrison Radiator (References 9, 10). The system

employs dual refrigerant loops consisting of dual compressors, condensers,

condenser fans and evaporators to provide some system redundancy in the event

of damage. The major components of the system when packaged modularly are a

single recirculating air module and dual compressor/condenser modules.
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6.2 (Continued)

Recirculating Air Module - The recirculating air module composed of dual evap-

orators, expansion valves, and crew compartment recirculating air fans is pre-

sented in Figure 6-8. The module provides for mixing of the recirculated crew

compartment air with fresh make-up air from the HCPE prior to being cooled by

the evaporators.

The two evaporators were sized by Hamilton Standard to provide 2 tons of

cooling each in the hot dry climate. Each evaporator is a tubular fin design

with horizontal copper Freon tubes with aluminum fins. There are 12 fins per

inch and each evaporator has an air flow face area of 1 ft2 .

Thermostatic expansion valves constructed of brass with a 2.5 ton capacity

are used to regulate the flow of refrigerant into the evaporator under changing

conditions. This valve is controlled by the amount of superheat in the suction

gas. It protects the unit from flooding under periods of low loads by closing

the valve as the amount of superheat decreases. It also limits the maximum

suction pressure at high loads as all the valve fluid evaporates and limits the

valve opening to a design maximum. For this application, 66 psia is the de-

sired design maximum compressor suction pressure.

Dual vane axial air circulating fans are mounted between the HCPE inter-

face and the evaporator inlet. The envelope has been lengthened from the MBT

configuration to aid the air flow distribution over the dual evaporators with

the recirculating fans mounted upstream of the evaporators. Both recirculating

fans are operated even if only one evaporator is being used. Actual flow

characteristics would have to be determined by system testing of the module.

However, the evaporator design has a desired low air flow pressure drop of 0.2"

H20. As an alternative, system tuning of the recirculating air and HCPE inter-

face pressure would be possible with a manually adjustable damper plate where
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6.2 (Continued)

the HCPE make-up air flow enters the recirculating air module. The module also

provides some space to add heaters if desired. These areas are so designated

on Figure 6-8.

Compressor-Condenser Modules - The dual compressor-condenser modules from the

Main Battle Tank development were not modified for this study. The envelope

for each module is presented in Figure 6-9.

The compressor is a six-cylinder axial compressor used for automotive

applications. Modifications to the automotive design were made to ensure

lubrication while the vehicle is on slopes and to modify the drive coupling.

The motor was of a special design and is a compound wound totally enclosed

unit with a direct drive, ha aluminum adapter and a cast iron and neoprene

coupling are used to align the compressor and motor shafts and to transfer the

power. Another alternative would be to use a hermetically sealed motor-compres-

sor unit so as to eliminate all possible compressor shaft leakage. However,

this alternative should not have a major impact in the approximate envelope

presented in Figure 6-9. The system capacity is controlled by cycling the

compressor, as determined by the thermostat on the recirculating crew compart-

ment air.

The condenser is an aluminum plate and fin design with a 227 sq. in. face

area. Cooling air is drawn through the unit with an aluminum vane-axial fan with

a 12.75 inch impeller diameter and a DC motor. Proper air flow paths are main-

* tained with an .060 inch thick aluminum shroud between the condenser and the fan.

The compressor-condenser module also contains a modified automotive-type

receiver-dehydrator. This aluminum component provides some refrigerant stor-

age, a refrigerant sightglass, a moisture indicator, a desiccant to absorb any

residual moisture in the refrigerant, and a screen to filter the liquid.

6-16
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6.2 (Continued)

System - The complete system is estimated to require a volume of 16.6 ft3.

This allows 5.4 ft3 for each condenser module and 5.8 ft3 for the recirculating

air module.

The total system weight is approximately 683 pounds. Each compressor-

condenser module weighs 264 pounds, with 110 pounds of this being the com-

pressor motor. The recirculating air module weighs 130 pounds without heaters

and 150 pounds with heaters. An additional 25 pounds is allotted for controls,

ducting, etc.

61
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SECTION 7.0

TRADE-OFFS

INTRODUCTION

This section presents a detailed comparison of both the air and vapor

cycle refrigeration system designs. The trade-off criteria and their relative

weighting are summarized in Table 7-I. As performance/power and size are the

TABLE 7-I
TRADE-OFF CRITERIA

ITEM ASSIGNED POINTS

Pe rfo rma nce/Power 25

Size 25

Weight 10

Reliability 10

Logistics 10

Cost 10

Noise

Safety

Simplicity 10

Maintainability

Other

Maximum Total 100

most critical items, they have been assigned the highest importance. Weight,

reliability, logistics, and cost have been assigned a secondary level of

4 importance. Noise, safety, simplicity, maintainability, and other items have
been given the lowest relative importance and are grouped together into a

single category. Each of the candidate concepts is reviewed independently and

can be awarded from 0 to the maximum number of points in each category.

Where there is a significant advantage for one concept, it has been awarded

the maximum number of points and the other concept has been assigned 0 points.

I
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7.0 (Continued)

Where there is no distinct advantage, an attempt has been made to award pro-

portionate points. Each of these trade-off issues and their scoring will be

discussed in detail below.

7.1 PERFORMANCE/POWER

In this category worth 25 points, 15 points were assigned to power and

1 point each was assigned for system performance in each of the 10 cooling

environments studied. As discussed previously in the "Comparative System Per-

formance" section, the vapor compression system has fewer sources of process

inefficiencies than an equivalent air cycle and, thus, has lower power require-

ments. A comparison of the total system power requirements for the studied

cases based on 100% motor efficiency is presented in Table 7-11 for make-up

flow rates of both 300 and 600 cfm. A motor efficiency of 100% was used to

compare the system power demands because the actual methods of powering the

system are unknown. Furthermore, motor efficiency does not have an impact on

the relative power needs of the two concepts. Disregarding the severe cold

climate, the power requirements of the vapor compression cycle are approximately

36% of the power requirements of the air cycle. This lower power requirement

is a major advantage of the vapor compression system.

The cooling capacity of the candidate systems at off-design conditions

A must also be considered in any perfornance comparison. Table 7-111 presents

a summary of crew compartment dry bulb temperature, effective temperature,

and relative humidity for both systems with 300 cfm HCPE flow in an NBC

environment. The air cycle always has the cooling capacity to meet a 90F

crew compartment dry bulb temperature, whereas the vapor cycle system exceeds

this target in a hot-humid climate. The air cycle has also good moisture

7
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TABLE 7-I1

POWER REQUIREMENTS (HP) 1

CLIMATE AIR CYCLE VAPOR COMPRESSION CYCLE

300 CFM 600 CFM 300 CFM 600 CFM

Hot-Dry 37.51 38.81 13.38 14.48

Hot-Humid 38.88 40.17 13.88 14.18

Basic Constant 30.24 34.16 6.81 2 11.88
High Humidity

Basic Variable 38.23 41.42 12.98 14.28

High Humidity

Basic Hot 38.71 40.00 12.58 12.68

Severe Cold 47.02 59.98 N/A N/A

NOTE: (1) Power requirements are based on motor efficiencies of 100%.

(2) Only half of system is operated at this condition.

TABLE 7-1I1

NBC PERFORMANCE COMPARISON

CLIMATE AIR CYCLE VAPOR COMPRESSION CYCLE

* Tcrew camp RH Tcrew comp RH

Dry Dry

Bulb Effective Bulb Effective

Hot-Dry 90.0 76.0 15 90.0 76.0 15

Hot-Humi d 82.6 74.2 37 92.2 81.1 39

Basic Constant 61.7 61.0 80 72.4 1 69.5 1 70 1

High Humidity

Basic Variable 75.9 70.0 40 85.5 76.5 39

High Humidity

Basic Hot 82.5 73.2 28 84.4 74.6 30

Severe Cold 60 56.6 11 N/A N/A N/A

NOTE: (1) Only half of the system is operated at this condition.
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7.1 (Continued)

removal characteristics. This combination of cooling capacity and water

removal results in equivalent or lower crew compartment effective temperatures

with the air cycle system in climates requiring cooling in en NBC environment.

Table 7-IV presents a similar summary for operation in a non-NBC environ-

ment with 600 cfm HCPE flow. The air cycle has lower crew compartment dry

TABLE 7-IV

NON-NBC PERFORMANCE COMPARISON

CLIMATE AIR CYCLE VAPOR COMPRESSION CYCLE

Tcrew comp RH Tcrew comp RH

Dry Dry
Bulb Effective Bulb Effective

Hot-dry 100.4 80.0 9 95.0 78.0 10

Hot-Humid 90.3 83.2 61 102.0 89.0 48

Basic Constant 63.9 63.9 100 66.2 64.0 61
High Humidity

Basic Variable 80.0 76.7 74 92.0 82.0 46

High Humidity

Basic Hot 92.0 78.7 24 87.8 77.2 32

Severe Cold 29.8 - 27 N/A N/A N/A

bulb and effective temperatures where moisture removal is more critical; i.e.,

the hot-humid, basic constant high humidity, and basic variable high humidity

climates. Where entrained moisture is not as prevalent and the ambient tem-

perature is high (hot-dry and basic hot climates), the vapor cycle has lower

dry bulb and effective temperatures. This is a result of the flow capacity

of the air cycle drive compressor necessitating the direct bypass of a large

proportion of the hot fresh make-up air. In the vapor compression system, the
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7.1 (Continued)

recirculating fan handles more than 600 cfm, so all the HCPE flow will pass

through the evaporator. While the fresh air bypass in the air cycle system

always passes a high proportion of the HCPE flow in a non-NBC environment, the

effect is more pronounced on the hot-dry and basic hot days because of (1) the

high temperatures out of the HCPE when compared to the other climates and (2)

the low ambient humidities of these two climates which minimize the water re-

moval advantages of the air cycle.

In summary, the vapor cycle has a clear-cut advantage in power, while the

air cycle has superior perfomance in at least 6 of the 9 off-design conditions

studied (the NBC mode, basic constant high humidity climate was considered

equal because only one of the duplex Freon systems was operating). As power

is considered more critical, 18 points were assigned to the vapor cycle and

7 points to the air cycle.

7.2 SIZE

The estimated package size for the air cycle system in an aircraft appli-

cation is 16 ft3 (4 feet long X 2 feet high X 2 feet wide). As discussed pre-

viously, this air cycle system size should be significantly reduced after a

development packaging program stressing volume rather than weight. The esti-

jmated package size for the vapor compression system, based on previously
I'4 developed combat vehicle units, is 16.6 ft3 .

./ I Both systems are equally suited for modularization. The vapor cycle

evaporators, compressors and condensers can be packaged together or subdivided.
I The air cycle's major components, consisting of air cycle machine, dual heat

exchanger, condenser/mixer, recirculation fan, and drive compressor and gearbox,

can be mounted in available spaces with interconnecting ducting.
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7.2 (Continued)

Because of the anticipated reduction in air cycle volume, the air cycle

is awarded 20 points, while the vapor cycle was assigned 15 points for reasonable

envelope and modularization.

7.3 WEIGHT

Low weight is a major advantage of the air cycle system. The smaller

component sizes result in lower overall system weight. The air cycle system

is estimated to weigh 125 pounds, while the vapor cycle system weighs approxi-

mately 460 pounds on a comparable basis without heaters or drive compressor

motors. The full 10 points assigned to this category were given to the air

cycle system.

7.4 RELIABILITY

Both the air and vapor cycle systems are considered reliable and com-

parable. The vapor cycle is a completely developed concept that has been used

for many years in home and automobile applications. The air cycle is also a

completely developed concept that has been used extensively in aircraft air

conditioning applications, utilizing both engine bleed air and shaft driven

compressors. Both of these concepts have demonstrated reliability, and both

are assigned the full 10 points in this scoring category.

7.5 LOGISTICS

The logistics requirements for the air cycle system would be somewhat

simpler than for the vapor cycle. The air cycle only requires conditioning

components to replace any damaged or failed equipment. In addition to replace-

ment components, the vapor cycle system also has a requirement to maintain a

refrigerant charge in the system. This requires a leak detector to determine

if refrigerant is escaping from the system and a vacuum pump and make-up
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7.5 (Continued)

refrigerant to replace any refrigerant that has leaked out.

For this comparison item of 10 possible points, 8 points were given to

the air cycle and 5 points were given to the vapor cycle.

7.6 COST

The cost of the conditioning equipment is an advantage for the vapor

cycle system. The commonality of vapor cycle components produced by wide-

spread use of vapor cycle equipment results in a fairly low estimated cost

for a commercially-available 4 ton vapor compression refrigeration system.

The comparable air cycle system is more expensive due to amortization of

development costs and a lower commonality base of air cycle components. The

air cycle system for this application is a modified DHC-8 aircraft air condi-

tioning package that is estimated to have a recurring cost of approximately

6 times that of the vapor cycle. In the cost category, the vapor cycle system

is awarded a full 10 points.

7.7 NOISE, SAFETY, SIMPLICITY, MAINTAINABILITY, OTHER

This single category is of the lowest relative importance and is intended

to address all other items not discussed previously.

The high speed operating characteristics of the air cycle machine tend to

make it noisier than the vapor cycle. However, during vehicle operating man-

euvers, this noise should not be annoying to the crew, particularly if the unit

is mounted on the exterior of the vehicle. Both the air and vapor cycle systems

are sufficiently noisy to require system shutdown during silent watch operations.

Both of these systems are considered safe. The major hazard associated

with vapor cycle systems is refrigerant leakage. In this study, R-12 was
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7.7 (Continued)

selected because of its commonality, commercial availability, stability, and

non-toxicity (R-12 also has desirable vapor pressure characteristics and power

requirements). The major hazard associated with the air cycle is the potential

breakage of the high speed rotating turbomachinery. However, these problems

have been thoroughly studied in our aircraft air conditioning applications and

are accounted for in all of our designs by providing housing containment of

the "shrapnel". Also, the turbine is "fused" as a speed limiting device to

minimize this problem.

In general, the vapor cycle system is simpler than the air cycle system.

It has fewer moving parts and does not require the same high degree of accuracy

in design and manufacture that high speed, rotating equipment does.

In terms of maintainability, both systems are comparable. If packaged

as a single unit, the difficulty of replacing any given part can be the same

for either an air or vapor cycle system. If modularized, the maintainability

of each system is simplified.

Other general items were also considered. These items include vulnerability

and combined heating/cooling capability. The vapor cycle system is vulnerable

to minor damage in the form of refrigerant leaks because these leaks will

eventually shut the system down. In comparison, minor leakage will not shut

the air cycle system down. However, a bullet hole in a high pressure air

l cycle line, resulting in a hole equivalent in size to the turbine nozzle area,

will result in excessive leakage that will impair cooling capability.

S Ii The air cycle has a further advantage over the vapor cycle system in

that It also has a heating capability. By bypassing hot air from the drive

compressor around the heat exchangers and the 3-wheel air cycle machine, warm
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air can be supplied to the crew compartment on cold days. With the vapor

cycle system, electric or liquid heaters must be included to heat the crew

compartment.

In this trade-off category, 9 points were given to the air cycle because

of its advantages in vulnerability and combined heating/cooling. Six points

were given to the vapor cycle because of its advantages in noise and simplicity.

7.8 SUMMMARY

The summary of the trade-off items is presented in Table 7-V. Based on

the total points awarded, the vapor cycle and the air cycle are equally appli-

cable to combat vehicle crew compartment conditioning.

TABLE 7-V

TRADE-OFF COMPARISON

ITEM ASSIGNED POINTS AIR CYCLE VAPOR CYCLE

Performance/Power 25 7 18

Size 25 20 15

Weight 10 10 0

Reliability 10 10 10

Logistics 10 8 5

Cost 10 0 10

Noise

Safety

Simplicity 10 9 6

' I Mantainabil ity

Other

Total Points 100 64 64

I
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SECTION 8.0

CONCLUSIONS AND RECOMMENDATIONS

INTRODUCTION

This study was intended to review and trade off a variety of candidate

combat vehicle conditioning concepts. On the basis of performance, power, size,

weight, logistics, cost and development status, the following concepts were

eliminated from further consideration: positive displacement air cycle, thermo-

electric, vortex tubes, expendable heat sink, absorption cooling and evaporative

cooling. The remaining concepts considered, air cycle and vapor compression

refrigeration, underwent a preliminary design, system performance analysis and

detailed trade study. The conclusions and recommendations resulting from the

design, analysis and trade-off are presented below.

8.1 CONCLUSIONS

Both the air and vapor cycles were designed (1) for a 4 ton cooling

capacity on a hot-dry day,(2) to provide a target crew compartment dry bulb

temperature of 90*F at 20% relative humidity and (3) to interface with the

hybrid collective protection equipment. Off-design performance was analyzed

in other climates for both the NBC and non-NBC environments. Finally, both

concepts were compared on the basis of performance/power, size, weight, reli-

ability, logistics, cost and other factors. The conclusions resulting from

these activities are:

S1. The vapor cycle has a distinct advantage in both the power and

cost categories, requiring approximately 36% of the power

needed by the air cycle.

2. The air cycle has a distinct advantage in the categories of

performance and weight. In the nine off-design environments

requiring cooling, the air cycle will provide a lower crewI
8-1
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8.1 (Continued)

compartment effective temperature in six environments. In

addition, the air cycle has a built-in heating capability

while the vapor cycle requires liquid or electric heaters.

Additionally, the air cycle weighs several hundred pounds less

than the vapor cycle.

3. The air cycle has a slight advantage in the categories of

size and logistics. An air cycle packaging effort geared to

minimizing volume rather than minimizing system weight would

result in an air cycle packaging size reduction from the

current aircraft applications. The logistics of the air cycle

are simpler than the vapor cycle because there is no need

for refrigerant charging.

4. On a total comparative point basis, the air and vapor cycles

are equivalent. Both are applicable to combat vehicle crew

compartment conditioning.

8.2 RECOMMENDATIONS

Because of the comparative equivalency of the trade-offs of the air and

vapor cycles, the implementation of either system is dependent on the relative

importance of the trade-off categories to the Army. For example, if a specific

combat vehicle has sufficient on-board power for operation of an air cycle

J system, the air cycle would be favored over the vapor cycle because of off-

design cooling performance, combined heating capability and size. However,

a detailed system packaging study is required to minimize the system size and

i •to effectively package the system within a specific vehicle. This study is

* required because current aircraft air cycle systems are weight-optimized

rather than volume optimized.
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8.2 (Continued)

If power availability is of primary importance, a vapor cycle system would

be recommended because its power requirements are approximately 36% of the air

cycle power requirements. Adequate cooling performance is attained by the

vapor cycle when in an NBC protective posture, as the calculated crew compart-

ment effective temperature did not exceed 81.10F for any of the climates

analyzed. (Reference Table 7-111).

The implementation of microclimate (crewman suit) cooling would greatly

reduce the power requirements for vehicle cooling systems because of the

major reduction in cooling load. For a 4 man crew, microclimate cooling of

approximately 4000 Btu/hr (1/3 ton) would be needed compared to the 4-5 tons

of cooling needed for a macroclimate (crew compartment) conditioning scheme.

Finally, the retrofit of existing combat vehicles to accommodate hybrid

collective protection equipment and either macroclimate or microclimate

cooling equipment causes packaging difficulties. To alleviate these packaging

difficulties in future vehicle applications, the Army is considering an inte-

grated engine concept called Multi-Purpose, Survivability - Enhancement Life-

Support System (MUSELS). With this integrated systems approach, a turbine

engine could provide engine prime power, electric power, collective protection,

cooling and heating in a space envelope that is probably not much larger than

for present prime movers. For an application such as the M1, particulates

would be removed by a series of filters. Temperatures resulting from com-

pression, combined with a gas filter, would remove much of the contamination.

Cool turbine discharge air could be used directly for crew compartment cooling

an leakage air make-up or in an interchanger to cool circulating coolant

in a microclimate system. However, one expected negative aspect of this
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8.2 (Continued)

turbine engine approach is increased fuel consumption. This approach would

be applicable to both vehicle prime power plants and auxiliary power units

for shelters, vans and other enclosures.

I
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